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Mr. George B. Schlender, Program Manager
Larger On-Site Municipal
Wastewater Reuse Systems

State of Washington
Departimient of Health
West 924 Sinto
Spokane, Washington 99201

Dear Mr. Schlender:

INSPECTION RECORD FORM FOR THE HANFORD WASTE VITRIFICATION PLANT RELOCATABLE
LATRINE FACILITY

Enclosed is the Inspection Record Form for the Hanford Waste Vitrification
Plant relocatable latrine facility (RLF). This form is being submitted to the
State of Washington Department of Health to fulfill the reporting requirements
of Washington Administrative Coda 246-272.

The completed form is for the operating period of January 1994, through
March 1994. The information recorded indicates that the RLF was operating
within design limits and that all system components were functioning properly.

Should you have any questions, please contact me or Ms. A. L. Rodriguez of my
staff on (509) 372-0277.

Sincerely,

EAP:ALR

Enclosure:

cc w/encl:
J. L. Hensley, Ecology

cc w/o encl:
G. L. Levan, UCAT
J. J. Luke Will

S	 e H. Wisness, Acting Program Manager
0 ice of Environmental Assurance,

Permits, and Policy

JUN 1994
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HWVP RELOCATABLE LATRINE FACILITY
INSPECTION RECORD FORM
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